TWS Calibration Data Summary

__.Serlal Nymber; 9600170

Full-Scale Flow Rate: 400
(yicids 20mA output)
Zaro New Rate: (yields 4mA outpt)
Bridge Resistance: 351.1 ohms
Pull-Scate Bridge Owtput: 2.0042 mV/V
Calibration Resistor (R7): 47435 chuw
Calibration Voltage: 0.8803 volts
Calibration Flow Rate: 375.3
Calibration Curreat: 18.09 mA
Zero Switch Setting: 0
TBJ Jumper Positien: + (POSITIVE)
Span Switch Setting « Undamped: 0
Span Switeh Nettiag - Damped: 8
Additiona! Inforaratien:




